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2011 - 10:58am

Q:\ 2009\ 09004.6\Phase 2 — Renovations\Elec\02_Drawings\E31.dwg

Username: dpirc

Mar 08,

39,046
— T I I 1 T 1
ESTNG | 200/3 200/3 800/3 600/3 200/3 1200/3 400/3
BONDING
2000/3 . > JLJ“E”EER SPARE SPARE (3)800A (3)600A SPARE (3)1200A (3)400A
GND [ ] [ ] [ J [ J
MDP1-54 GYM MDP1-33 MDP1-T123 ALL EQUIPMENT FAULT CURRENT WITHSTAND AND AIC
RATINGS SHALL BE HIGHER THAN THE AVAILABLE FAULT
CURRENT VALUE SHOWN ON SINGLE LINE DIAGRAM AHEAD
- - - ] OF THE DEVICE. MINIMUM RATING OF ALL EQUIPMENT SHALL
Elo Els E 23 5 BE 10,000 AIC. ALL CONDUCTORS SHALL BE COPPER.
=0 = o = © &)
=0
X
(E) UNDERGROUND olg o3 olis S o/
SECONDARY a <o Eabs! VIS <o
t Z " NS NS AN NSNS N NS
gé VAULT BELOW APPROX 48" DEEP o I Qoo AN
>0
EXISTING TO REMAIN
TYPICAL FOR SHADED LINEWORK
EXISTING TO REMAIN
EXISTING TYPICAL FOR SHADED LINEWORK
n »
MAIN DISTRIBUTION PANEL "MDP1-33
1200 AMP FULLY BUSSED, 208Y/120 VOLT, 3 PHASE, 4 WIRE, NEMA 1, BLDG 33 GROUND FLOOR
” -25,348
BULLBOX (4) 3'C EACH WITH [25.348 | - | | | | | /
(4) 350 kemil CU & I i I I i i I i i
(1) #3/0 OND €U 225/3 250/3 400/3
60/3 200/3 200/3 200/3 200/3 200/3
/ > HACR > HACR > HACR > / > / > / > / > /
L] [ ] ® [ ] L] [ ] L] L]
GND TVSS
]
(@)
E 3
= —
o (o) ‘E ) ) ) ) ) NEW
Zla < I “la “la Zla “la “la TYPICAL FOR BOLD LINEWORK
~ = = o = U = ~ = ~ = ~ = ~ =
= (&) Mmoo SO O " [&) " [&) " [ " &)
3 B I l< 01 a7 o o *Hwo o
o —~== O == —~ —~ —~== —~= —~== —~==
S = >z = = = = = =
o | o o o o o o
- o | o~ |3 | e | N N E |
VISIBLE AN N N M1 M2 T : 2 3
CONNECTION TO MADE ELECTRODES. 3R/400/3 3R/400/3
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208-V AMPERE TOTALS
NUMBER DESCRIPTION A B C REMARKS
1 FUTURE ELEVATOR 127 127 127
2 Cu-1 229 229 229
3 | PANEL M1’ 367 367 367
4 PANEL ‘M2’ 28 38 39
5 PANEL 'T’ 20 25 19
6 | PANEL 1’ 55 50 50
7 PANEL '2’ 48 4 48
8 PANEL '3 29 36 31
TOTAL CONNECTED LOAD: 903 913 910 03/03/11
ACTUAL DEMAND  DEMAND
KVA FACTOR KVA
LIGHTING AND OTHER CONTINUOUS LOAD:  14.0 125% 174 Excludes track and show window lighting.
TRACK LIGHTING: 0.0 N/A 00  Length of track: 0 ft
SHOW WINDOWS: 0.0 N/A 0.0 Length of show window: 0 ft
RECEPTACLE LOAD:  36.3 64% 232 100% of the first 10 kVA, plus 50% over 10 VA,
KITCHEN EQUIPMENT LOAD: 0.0 100% 0.0 Based on 0 piece(s) of equipment.
HEATING (COINCIDENTAL) LOAD:  18.0 100% 180  Includes space heat in excess of cooling and other electric heat.
MOTORS AND OTHER NON-CONTINUOUS OR MISCELLANEOUS LOAD: ~ 114.0 100% 1140 Al other loads excluding maximum motor load.
LARGEST MOTOR LOAD:  16.6 125% 208
TOTALS: 1989 97% 1934 MINIMUM 3-PHASE FEEDER: 888-AMPS
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